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DOORS TO STAIRS AND REFUGE SUBJECT TO SURVEY
Doors to be self closing with "Fire Door Keep BASED ON OS MAP REPRODUCED BY PERMISSION OF
30 minute fire door Shut" signage on both sides. CONTROLLER OF HM STATIONARY OFFICE (c) CROWN
COPYRIGHT
FIRE EXIT SIGNS
COPYRIGHT RESERVED
Illluminated fire exit signs signs to comply with Health and Safety
(Safety Signs & Signals) Regulations 1996 DO NOT SCALE THIS DRAWING
and BS 5499 including text, running man and
arrow indicators DO NOT USE ELECTRONIC VERSIONS OF THIS DRAWING TO
60 minute fire door DETERMINE DIMENSIONS UNLESS SPECIFICALLY
PROTECTED STAIRS AUTHORISED BY MICHAEL SPARKS ASSOCIATES
walls of 30 min protected stairs and refuge to IF USING AN ELECTRONIC VERSION OF THIS DRAWING
1 hr. £1. construction be taken to underside of roof FIGURED DIMENSIONS TAKE PRECEDENCE AND NOTIFY
| ] - (|nc|ud|ng beams‘ columns and ties) FINAL EXIT DOOR MICHAEL SPARKS ASSOCIATES OF ANY DISCREPANCIES
1/2 hr. f.r. construction ; ; ] -
BEEE N B BEEN (inciuding beams and ties) Final doors to exterlpr to be fitted with "fire
escape keep clear signs”
ENSURE SEALING OF ALL JUNCTIONS TO COMPLY WITH PART L.
FINISHES
/FIRE BOUNDARY WALL\ staircase and refuge walls and ceilings U-Values NOTE:
should be Class 0. with Class 1 elsewhere Roor 025 ROOF AND WALL CLADDING TO BE DESIGNED BY SPECIALIST
! ‘ Floors: 095 CONTRACTOR.
| ) e CLADDING DETAILS TO BE READ IN CONJUNCTION WITH THE
i Refer to drawing no. 2473/RE/214 STEELWORK FIRE RATING oals: 0.5 SPECIFICATION AND ALL RELEVANT BRITISH STANDARDS.
! columns (and other steel as advised by azing: 1. INCLUDE VAPOUR BARRIER TAPE AROUND ALL OPENINGS AND
‘ ) JUNCTIONS.
i Note: Actual locations of fire protection to structural engineer) to be protected for 60
! ! | elevations to be agreed with Building Control mins. o ) ] ALL DIMENSIONS TO BE CHECKED ON SITE.
! ! i body. refer to structural engineer's details for rating STEEL COLUMN SIZES TO BE CONFIRMED AND TOLERANCES TO BE AGREED.
| | | } of columns and beams in office area. All
i w - ' w i ! Steelwork to the fire boundary walls to be 60 min. steel which, in the event offailure, would
! ] | 2 ! i fire resisting to haunch, including concealed compromise a compartment wall, should be
! j i | j ! i ‘ spaces. Do not lap intumscent paint with rated at the same level as the compartment
i ; | - ; i ! ! bituminous coatings, unless otherwise agreed wall.
\ < UNIT 17 UNIT 16 I < ! PR Hl with both coating suppliers. If not acceptable to
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2} WAREHOUSE WAREHOUSE | 2 | | -—1hF.R | -—1hFR. | -—1hF.R. | | lap, cavity behind dado wall to be closed with 60 EMERGENCY LIGHTING
— 4 _ _ _H el et SRRt - ' ) | 1 1 | min. fire rated construction To be to BS 5266. Refer to M&E Engineer's
| | | ! UNIT 1 UNIT 2 UNIT 3 UNIT 4 ! details.
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